Abstract
Introduction
Nowadays, Power quality issues have major problems in the distribution systems while using Power electronic based nonlinear loads such as single and three phase controlled rectifiers, adjustable speed drives (ASD), SMPS and saturated coils. Due to the fast switching and nonlinear characteristics of power electronics devices, most of the power quality problems arise [1] . The usage of power electronics based loads for the distribution system produces nonlinear input or unbalanced characteristic which may cause two problems one is high input current harmonics and another one is high neutral current. The one phase to neutral is connected to single phase nonlinear load in three phase four wire system which generates triplen harmonic current in the system. This results in high magnitude of neutral current compared to line current. Two basic approaches are used to improve the quality of power which is passive filter and active filter. Primarily the Passive filters are broadly used to eliminate harmonics in power system for its ease of use to cancel the particular order of harmonics and low cost, but the passive filters have a number of drawbacks such as larger in size, tuning and risk of resonance problems. Now the active power filters have confirmed to be very effective to solve the mitigation of current harmonics, reactive power compensation and excessive neutral current in three phase four wire system and it gives better solution than passive filters.
There are various types of methods were used for instantaneous current harmonic detection in shunt active power filter such as Fast Fourier Transform (FFT) technique, instantaneous real and reactive power (PQ) theory [2] , a-b-c theory and Synchronous Reference Frame (SRF) theory. These methods are applied to determine the compensating currents for ideal supply voltage condition. The supply voltages may be unbalanced and or distorted due to the use of power electronics based non-linear load. Hence the four leg active power filter using the p-q theory does not provide good performance under unbalanced and distorted voltage conditions. By improving the performance of Shunt Active Power Filter (SHAPF) under non-ideal main voltage conditions, various control methods based on Synchronous Reference Frame (SRF) theory or Instantaneous reactive power theory (i d − i q ) [3] [4] and modified DQ method without phase locked loop (PLL) have been used to give better results than PQ theory.
The current regulator is the most important part of the shunt active power filter (SHAPF) for mitigation of harmonics in power system and many research works are being pursued in this area. Conventional PI and proportional integral derivative (PID) controllers are being used to estimate the peak or maximum reference currents and control the dc side capacitor voltage of the VSI based inverter [5] . However the conventional PI controller needs precise and validated linear, proven mathematical model of the system which is difficult to obtain better performance under non-linear load disturbances.
There are different types of current control methods proposed for shunt active power filter such as hysteresis current controller (HCC), PI controller and sinusoidal PWM technique [6] . But the hysteresis current controller is widely used because of its ease of implementation, high precision, good stability and dynamic performance than sinusoidal PWM [7] [8] .
This paper describes the efficient optimal fine tuning and obtaining of PI controller parameter settings through Particle Swarm Optimization (PSO) technique [9] . PSO is initialized with a group of random particle and then searches for optimal value by updating generations over the particle's position and velocity. The synchronous reference frame theory (SRF) without phase locked loop (PLL) is used for generating reference current in four leg shunt active filter and hysteresis controller which is used to obtain gate pulses for VSI based shunt active power filter. The performance of PSO based 4-leg shunt active power filter which gives better solution than conventional tuning method.
Proposed System Configuration
The proposed system consists of 4-leg shunt active power filter is connected for adjoining performance in parallel with the non-linear load [7] . The main objective of the 4-leg shunt active power filter (SHAPF) is used to counter perform and compensate source current harmonics, reactive power and neutral current for unbalanced load condition. In 4-leg inverter, one-leg is specially employed to compensate excessive neutral current [12] . Figure 1 shows the schematic diagram of Four-leg shunt active power filter with non-linear load which consists of three and single phase diode rectifier. SHAPF is used to evolve and generate harmonic current equal in magnitude and opposite in polarity to the harmonic current drawn by the load and inject it to the point of common coupling (PCC) thereby forcing the source current to be pure sinusoidal [3] .
The three phase four wire consists of eight IGBT with antiparallel diodes which is used as 4-leg shunt active power filter, a dc capacitor, RL and RC filters, compensation controller (PI or PSO) and hysteresis current controller which is used to generate gate signals as shown in the (1), where ω is the rotational speed of synchronously rotating reference (d-q) frame [3] . In SRF or i d -i q control strategy, only the average value of d-axis component of load current can be obtained from the main supply. Here (3) and (4) 
Synchronous Reference Frame Theory
Thus the reference signals are obtained by comparing the actual compensating filter currents in a hysteresis V. Parimala et al.
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Figure 2. Reference current generation using SRF method.
comparator arrangement in which the real current is enforced to follow and track the reference signal.
Proposed Controllers

PI Controller
PI Controller is used for regulating and maintaining of DC link capacitor voltage consistently and to determine the maximum reference currents for the control of 4-leg shunt active filter power filter as shown in Figure 3 . The direct current side capacitor voltage is first sensed and is again compared with a reference voltage and generates error signal. The error signal passes through low pass filter (LPF) that suppresses higher frequency components and allows only fundamental components. PI-controller estimates the magnitude of peak reference current I max and controls the dc-side capacitor voltage of the inverter [8] . The output of the PI controller is considered as the peak value of the supply current (I max ), which is composed of two components: 1) the fundamental active power component of the load current and 2) the deteriorated component of the SHAPF to maintain the average capacitor voltage at a constant value.
The peak value of the current (I max ) determined and is multiplied by the unit sine vector in phase with the relevant and corresponding source voltages to obtain the reference and benchmarked compensating currents. These currents which are estimated as reference currents ( sa I * , sb I * and sc I * ) and the sensed actual currents (I sa , I sb , and I sc ) are compared to a hysteresis current controller. By proper tuning of the proportional and integral gain (K p ) and (K i ) values which determine the dynamic response of the DC side voltage
Hysteresis Current Controller
Hysteresis current controller (HCC) is employed to generate the switching signal of the IGBT based voltage source inverter shown in Figure 4 . HCC configured independently for each phase of voltage source inverter. The actual source current and desired reference current is compared to produce the error current ΔI.
If the error current ΔI exceeds the upper hysteresis band limit, then the upper switch is OFF and the lower switch is ON. If the error current touches the lower limit of the band, the then upper switch is ON and lower switch is OFF and the cycle repeats. In similar manner switching logic for devices in phase B and C and neutral was derived. Finally, the filter provides required compensation for harmonics in the source current, neutral current and reactive power compensation in the proposed system [8] . 
Particle Swarm Optimization
The PSO technique is a category of swarm intelligence techniques for resolving the optimization and peak performing problems and issues [9] . It can be attained high quality solutions within shorter calculation time and stable convergence characteristics. The moments of the birds are reflected as and it is called as moments of "particle". Fitness values of all propagated particles which are evaluated by the fitness function to be optimized and have velocities which direct the flying of the particles. In the proposed method the objective function is minimization of Total Harmonic Distortion (THD) value of source or line and neutral current. The fitness function is defined in Equation (5).
The parameters for optimization technique are proportional gain (K p ), Integral gain (K i ) and the transfer func-
tion of PI controller which is defined in Equation (6).
The proposed particle swarm optimization (PSO) technique to determine the optimal PI parameters as shown in Figure 5 [10] [11] . The objective of the optimal design of PI controller parameters for the given system is to find a best parameters K p and K i value of PI control system such that the performance of the proposed controller was improved.
In each iterations, the every particle in the mentioned search area is updated to provide the two "best" values. The first one is the best fitness solution and this value is called Pbest. Second is "best" value that is followed and determined by utilizing particle swarm optimizer which would give the best value obtained from any of the particle in the specified search area. This best value of this technique is known as global best and notated as gbest [12] [13] . The best previous position of the i th particle is recorded and represented as the following:
The index of best particle among all of the particles in the search area is gbest. The velocity of dynamic particle "i" is represented as Equation (8) ( ) 1 2 , , , Figure 6 represents the evaluation procedure for particle swarm optimization flowchart for shunt active power filter based on design parameters as given in Table 1 [14] .
Simulation Results
The MATLAB/Simulink is used to perform the simulation for proposed 4-leg shunt active power filter in three phase four wire system as shown in Figure 1 . In this paper the simulation results of 4-leg shunt active power filter using PI controller and Particle Swarm Optimization (PSO) technique are illustrated. The SHAPF model parameters are shown in Table 2 .
Conventional PI Controller
The 4-leg shunt active power filter (SHAPF) is connected in parallel with three phase and single phase diode rectifier based nonlinear load. In this case the conventional PI controller is used to reduce the % THD value in source current. Simulation results show the source current, neutral current and its FFT spectrum before compensation in Figures 7(a)-(d) . Figures 8(a)-(g) illustrate the simulation results of the source current, neutral current and its FFT spectrum after compensation shown using conventional PI controller under balanced and unbalanced load condition. By using PI controller the total harmonic distortion (THD) value in source current is reduced from 29.46% to 2.70% and neutral current is reduced from 46.40% to 4.5%. 
PSO Technique
The proposed optimal technique is to improve the power quality in three phase four wire system using 4-leg shunt active power filter based on design parameters as given in Table 1 . Simulation results shows the source current, neutral current and its FFT spectrum of 4-leg shunt active power filter based on PSO technique is illustrated in Figure 9 . The total harmonic distortion (THD) value of source current is reduced to 1.52% and neutral current is 1.88% under unbalanced load condition. Simulation results of particle swarm optimization (PSO) technique are illustrated in Figures 9(a) -(e) under balanced and unbalanced load conditions. Table 3 represents the comparison of THD values source, neutral current under balance and unbalanced load condition with PI and PSO techniques are described.
The bar chart shows that percentage THD values of PI and PSO controller with balanced and unbalance load conditions. It shows that PSO technique gives less value of THD compared to PI controller (Figure 10) . 
Conclusion
This paper presents the two-controller technique: PI and PSO controllers for 4-leg shunt active power filter in three phase four wire system. The PI and PSO controllers were capable of compensating source or line current harmonics under balanced and unbalanced load condition. The simulation results show that Particle Swarm Optimization (PSO) technique gives better performance in terms of less total harmonic distortion (THD) value in source current is 1.52%, neutral current 1.88% than conventional PI controller and THD value in IEEE 519 standard which thereby validate the satisfactory system performance.
